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NOTES:

8 MIL PLASTIC OR CONSTRUCTION FABRIC SHALL BE
WRAPPED AROUND PIPE AND FITTINGS BEFORE THRUST
BLOCKS ARE POURED.

SUPPORT VALVE AND SLEEVE CONTINUOUSLY THROUGH
INSTALLATION.

NO CONNECTIONS WITHIN THIS AREA

INSTALL TWO PIECE CAST IRON VALVE BOX & CAST IRON
LID EMBOSSED WITH "SEWER"
CITY STANDARD - SEE DETAIL 6130

STAINLESS STEEL TAPPING TEES SHALL HAVE FULL
CIRCLE SEAL. BOLTS AND NUTS SHALL BE STAINLESS
STEEL.

STEEL TAPPING TEES SHALL BE EPOXY COATED. BOLTS
AND NUTS SHALL BE COR-TEN, OR STAINLESS STEEL.
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